Abstract-A double-district equilibrium model of a nuclear power plant pressurizer dynamic characteristic was established through the approach of theoretical modelling simplifying. Moreover, the proposed model was examined in spray water disturbances and heating disturbances experiments by on-site simulator operating data. Compared the results of experiments at the proposed model with that of the simulator, two results agreed well with each other, which validate the proposed model of this paper.
INTRODUCTION
The pressurizer of nuclear power plant is an important component in the primary loop with a basic function as establishing and maintaining the pressure of primary system, to avoid coolant malfunction occurring within the boiling reactor volume. Thus the pressurizer function is crucial to the security of entire primary loop [1] . Moreover, as a buffer container of primary loop system, pressurizer restrains the serious fluctuations of water volume in primary loop system. As the pressurizer control includes pressure control and water level control, this article studied the pressure control system. Pressurizer dynamic process is a complex non-linear process of time-varying, suffering disturbances, which challenge the establishment of a wholesome accurate mathematical model. Since the 1960s, a series of studies on pressurizer characteristics have been conducted, and different theoretic models have been set up [2] . At first, an equilibrium model was put forward, in which the liquid phase region and vapor region were assumed always at equilibrium state. This kind of model could reduce the number of parameters, simplifying the computation [3] . But this model could not set up the transfer function facilitate to control. However, the double-district equilibrium model this paper established was simplified further by the approach of centralized parameter method. At last, the state space model on pressure's changes was set up. By way of mechanism for modelling, the model has more universality.
II. THE MODELLING PROCESS

A. The Main Parameters of the Pressurizer
Electrical heating pressurizer was used commonly in current nuclear plant. The main design parameters of pressurizer in a nuclear power plant was shown in Table 1 
B. Mathematical Modelling Based on Pressure Characteristics
The following assumptions were made based on the pressurizer characteristics in order to establish a reasonable concise mathematical model:
The whole pressurizer was always kept in thermal equilibrium. The thermal parameters in each control zone were constant thought as the lumped parameters. In this model, the compressibility of water was ignored; two-phase state was close to equilibrium under transient and steady state conditions. There was no energy exchange between the fluid and the surroundings [5] . 
Volume conservation equation: 
According to equation (1), equation (4) was obtained.
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Equations (5) 、 (6) was simplified into equations (7) (8):
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At last, the following equation was obtained:
The serious fluctuations of pressure of the primary loop were not allowed during steady-state operation of the unit. Thus this paper assumed that the changes of pressure are small while at small step changes [6] . Pressurize pressure fluctuant range was 15.4MPa<P<15.6Mpa after the introduction of the steam turbine load -10%. Water and vapour's parameters was regarded unchanged and the rate of change was constant in such a small pressure fluctuant range [7] . The value of parameters was shown in Table2. 
The transfer function of the valve should be added in actual control when considering the control during the operation of nuclear power plants require valve and flow must be controlled by valve opening. Since valves in PWR pressurizer were mostly equal percentage valves, a representative curve of the valve was chosen in this paper [8] , and its transfer function was:
Due to the distance from the valve to the pressurizer inlet and outlet, there is a delay of the flow control. Finally the transfer function of first pure delay objects was:
T1 is the time constant of object; K is the proportionality coefficient and θ refers to the lag time of object [9] in the formula above.
III. SIMULATION TEST OF PRESSURIZER PRESSURE
CHARACTERISTICS In order to verify the correctness and effectiveness of the double-district equilibrium model, its simulation model was established. Under the premise of ensuring model's accuracy, some simplifying assumptions and numerical processing were made. This paper also did parameter tuning with reference to a nuclear power plant's operating data.
Taking the pressurizer of a nuclear power plant as an example, the water flow disturbance tests were conducted by the approach of establishing the simulation test system of its pressure characteristics. They were verified separately since sprinkler water flow and electric heater power are controllable variables. And the result was compared with the result of the nuclear power plant simulator.
At the very beginning, the unit load was kept in 100% working condition. And the opening degree of RCP001VP spray valve changed from 1% to 5.2%. At the same time, the opening degree of RCP002VP maintained at 1%. In other words, cold segment spray flow increased from 0.06 kg·s-1 to 1.03 kg·s-1. The pressurizer pressure control system was not performed, namely, the other valves were kept the same, and the proportion heaters were all closed. Its pressure variation curve within 3 minutes was shown in Figure2. As it can be seen from Figure1 and 2, when RCP001VP spray valve opening was increased, the cooling water flow increased. The pressurizer pressure decreased monotonically if the pressure control system was not performed. The pressure fluctuation was very small because the changes of valve opening were very small. The results of the model that this paper proposed agreed well with that of the nuclear power plant simulator.
RCP001VP opening degree was increased to 13.5% in the case above while the rest valves' opening remained unchanged to verify the accuracy of the model further. The final pressurizer pressure variation curve was shown in Figure 3 . As it can be seen from the validation process of sprinkler flow disturbance experiment, the lowering speed of the pressurizer pressure increased while spray flow increased. And slope of the pressure decrease fitted well with the slope calculated by the model this paper proposed.
The model was examined in heating disturbances experiments to verify the correctness of the model further. Spray valve of Nuclear Simulation Unit was adjusted to manual control, which was disconnected from the control system. Open one, two and three electric heaters in turn while the opening degree of the two main spray valves was kept in 1%. The changes of the pressurizer pressure in 3 minutes were obtained as follows. As it can be seen from Figure 4 , 5 and 6, the pressure of pressurizer increased rapidly when heating power increased. When the spray valve opening was small and stayed the same, the flow rate of fluctuations tube increased and water entered the pressurizer reversely, resulting in pressurizer outsurge. The tendency of pressurizer pressure was almost linear during the experiments. And the results of the proposed model agreed well with that of the simulator.
The proposed model was proved to be right through the comparison. The miscalculation of this model is small. And this model has a second-order inertia and a simple form; meanwhile it can be controlled easily.
IV. CONCLUSIONS
(1)The nuclear power plant pressurizer mathematical model of the dynamic characteristics was established based on the laws of physics. This model could reflect the relationship among cold segment water, the electric heating power and pressure changes of the pressurizer. The parameters can be tuned according to the actual data of nuclear power plants, which shows this model is a practical application.
(2) The nonlinear model was converted to a second inertia model. Thus it was more conducive to be controlled by simplifying the model. Furthermore, this paper verified the validity and correctness of the model adequately by adjusting RCP001VP valve opening and heating power in the simulation experiment.
